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FD12 Roof-Top Pipe Roller Support Detail

Notes

1. It is required that pipes & conduits be installed
in other locations other than on the roof.
However, where pipes and conduits are abso-
lutely necessary on the roof, a pipe roller support
is required.

2. This detail is designed to eliminate roof damage
due to expansion and contraction of pipes &
conduits.

Adjust vertically and horizontally

See “Roof-Top Equipment Curb Detail
FD05” for curb construction

Install bolts in sealant10
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